


Comments on Coronado 

 

EPA HQ - No comments 

 

EPA Region -  

 
See attached doc dated Nov. 17, 2009 
 

 

 

State - 

 

 

 
 
 
Jim, 
 
Thanks for the opportunity to review the reports.  ADWR has no direct 
comments on the reports themselves.  Please be advised that following 
our next inspection of the state-regulated dam at the Apache site 
(tentatively scheduled for December 2009), we will review the current 
earth fissure mitigation plan in light of more recent findings related 
to fissure monitoring and identification at other Arizona damsites. 
 
Mike  
 
Michael Johnson, Ph.D., P.E. 
Assistant Director, Surface Water Division 
Arizona Department of Water Resources 
(602) 771-8659 
mjjohnson@azwater.gov 
 
 

Company -  

 
See attached doc dated Nov. 12, 2009 
 

From: "Michael J. Johnson" <mjjohnson@azwater.gov> 
To: James Kohler/DC/USEPA/US@EPA, John Schofield/R9/USEPA/US@EPA, 'Mel P.Bunkers' <Bunkers.Mel@azdeq.gov> 
Cc: Stephen Hoffman/DC/USEPA/US@EPA, Ravi Murthy <rmurthy@azwater.gov>, "Karen L. Smith" <klsmith@azwater.gov> 
Date: 11/09/2009 11:40 AM 
Subject: RE: Comment Request on EPA's Draft Coal Ash Impoundment Assessment Reports 



 

UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION IX 

75 Hawthorne Street 
San Francisco, CA  94105 

 

 
November 17, 2009 

 

MEMORANDUM 

 
SUBJECT: Comments to Dam Assessment Report – Draft, Project #01-381, SRP Coronado 

Generating Station Evaporation Pond Dam, Apache County, Arizona, prepared by 
GZA Environmental, Inc. dated October 9, 2009 

 
FROM: John Schofield, RCRA Enforcement Office  
 
TO:  James Kohler, P.E., Office of Resource Conservation of Recovery  
 
The following are EPA Region IX, RCRA Enforcement Office comments to the referenced 
report: 
 

1. Page 17, Emergency Warning System.  Recommend that title of this section be changed 
to “Emergency Action Plan.” 
 

2. Page 17, Emergency Warning System.  Check figure references.  The referenced figures 
should be Figures 8 and 9, and not Figures 7 and 8, as listed. 
 

3. Page 17, Emergency Warning System.  Recommend adding discussion on Hazard 
Potential Rating and/or reference discussion found at Page 7, Section 1.2.7. Hazard 
Potential Classification.  Also, GZA Environmental, Inc. (GZA) should include any 
calculations performed by GZA to verify inundation information.  What is the inundation 
depth at the Access Road? 

 








